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ABSTRACT  

Concerning wind power penetration into power systems in recent years, the 
problems of incorrect operation of wind turbines include sub-synchronous 
resonance (S.S.R.) oscillations and fault ride through (F.R.T.) capabilities need 
to be fully considered and resolved. In this respect, the S.S.R. phenomenon can 
severely damage the rotor of an asynchronous generator in a compensated 
power system with capacitive reactance connected to a wind turbine. 
Therefore, active and reactive powers of the mentioned systems are controlled 
by static synchronous compensator (S.T.A.T.C.O.M.) and series dynamic 
braking resistor (S.D.B.R.); respectively. Moreover, power system designers 
combine them to improve system stability. In this study, an appropriate 
method was presented based on the genetic algorithm (G.A.) to provide 
coordinated and optimal control of STATCOM and S.D.B.R. in order to 
mitigate S.S.R. and enhance F.R.T. capabilities in a wind farm connected a 
power system. Optimization variable of this problem included resistance 
value of S.D.B.R., S.T.A.T.C.O.M. capability, along with its control parameters 
optimized simultaneously via G.A. to store kinetic energy in the rotor, to 
control voltage deviations of the wind farm bus, and to minimize speed 
deviations of the rotor. The proposed method was implemented on the 
Institute of Electrical and Electronics Engineers (IEEE) first benchmark 
model to verify the performance of its control structure. The obtained results 
indicated that coordinated and optimal combination of S.T.A.T.C.O.M. and 
S.D.B.R. could damp S.S.R. oscillations and augment system stability. 
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1. Introduction 

Concerns arising from environmental losses of 
conventional fossil fuels and growth in energy 
demands have resulted in increasing use of 
power production sources such as wind, 
photovoltaic (P.V.), fuel cells, as well as 
biomass. In this regard, wind energy, considered 
as one of the main types of renewable energies,  
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is widespread, dispersed, and decentralized, 
and accessible at all times in terms of geogr-
aphical distribution [1, 2]. The advantages of 
wind energy include high maneuvering power 
of utilization (ranging from several watts to 
several megawatts), no need for fuels in wind 
turbines, diversity of energy sources, creation 
of a sustainable energy system, no need for 
water, as well as absence of environmental 
pollution [3, 4]. The oscillatory and intermi-
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ttent nature of the wind, as well as the capa-
city of wind turbines to be connected to a 
network during a fault, are regarded as the 
inevitable challenges to power systems based 
on wind farms [5, 6]. 

The compensation of series capacitors in 
transmission lines is also taken into account 
as one of the economical methods to increase 
transmission power and to improve system 
stability that can have a significant effect 
during power transmission [7, 8]. Moreover, 
there is the problem of sub-synchronous 
resonance (S.S.R.) in power systems compen-
sated with a series capacitor that receives 
numerous damages by creating extreme and 
unstable resonances on the axis of generators  
[9]. According to the Institute of Electrical 
and Electronics Engineers (IEEE) benchmark 
model, S.S.R. represents electrical conditions 
of power systems. The electrical network and 
turbo-generator system exchange energy at 
one or several natural frequencies less than 
sub-synchronous frequency [10]. Whenever 
there is a fault, vibrational frequencies are 
stimulated, and they subsequently exchange 
energy with electrical resonance frequency 
[11,12]. 

Various compensation methods and tools 
have been further suggested to deal with this 
problem [13, 14]. For example, in the study 
conducted by Muyeen, static synchronous 
compensator (STATCOM) and series 
dynamic braking resistor (S.D.B.R.) were 
simultaneously used to augment fault ride 
through (F.R.T.) as well as transient stability 
of wind farms [15]. Accordingly, the results 
of simulation in different kinds of faults 
indicated enhanced F.R.T. and transient 
stability in comparison with the status 
wherein S.T.A.T.C.O.M. and S.D.B.R. had 
been separately used. In the other 
investigation completed by Mahfouz et al., 
there were attempts to investigate the imple-
mentation of three-level inverters based on 
S.T.A.T.C.O.M. to improve F.R.T. and 
stability of fixed-speed wind farms [16]. 

The main challenge of implementing the 
suggested method was determining an 
optimal capacity for S.T.A.T.C.O.M. In the 
aforementioned study, a simple method was 
also provided to evaluate S.T.A.T.C.O.M. 
capacity for regulating the point of common 

coupling voltage level. The related simulation 
was conducted under different fault condit-
ions, and the findings revealed augmented 
low-voltage ride-through (L.V.R.T.) and 
F.R.T. via installing S.T.A.T.C.O.M. In their 
investigation, Daoud et al. also provided a 
reliable structure for the transmission system 
of voltage source converter/high-voltage 
direct current (VSC-HVDC) of offshore wind 
farms and seaside networks [17]. Thanks to 
its power distribution balance, a flywheel 
energy storage system (FESS) could work in 
their study as the wave power absorber during 
a fault. As the cycle of these waves was 
relatively short, it was observed that the FESS 
could reduce this problem in an effective 
manner. Another application of FESS inclu-
ded improved F.R.T. during the fault and 
enhanced performance of power levels in 
working conditions. 

Furthermore, the findings indicated the 
efficiency of the suggested structure to fulfill 
the intended purposes. In this respect, a 
flexible F.R.T. mechanism for a power 
system with high-wind power penetration was 
investigated in the study by Wang et al. [18]. 
This mechanism included requirements of 
adaptive F.R.T. and maximum power 
limitation of wind farms with low F.R.T. 
capabilities. The requirements related to the 
capacity of adaptive F.R.T. in the suggested 
mechanism involved ride through sub-scale 
faults and a transient L.V.R.T. (related to sub-
scale and medium scale faults). The 
simulation results suggested that the flexible 
F.R.T. mechanism had increased the F.R.T. 
capability of wind farm clusters and mitigated 
wind power oscillations during the fault. In 
the study by Rashid et al., bridge-type fault 
current limiter (B.F.C.L.) had been similarly 
used to enhance the F.R.T. capabilities of 
fixed-speed wind generators [19]. To 
investigate the efficiency and superiority of 
this method, a comparison had also been 
made with the results of the dynamic braking 
resistor (D.B.R.), and the findings had 
demonstrated that use of B.F.C.L. could have 
a significant effect on enhancing F.R.T. 
capabilities of wind turbines and reducing 
harmonics to a significant level. In the end, it 
had been indicated that B.F.C.L. had been 
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much better than a resistor in the transmission 
circuit. 

Moreover, a static volt-ampere reactive 
(V.A.R.) compensator (S.V.C.) and 
S.T.A.T.C.O.M. had been used in the 
investigation by Pereira et al. (2014) to 
maintain the stability of wind turbines under 
fault conditions [20]. Given the limitations of 
reactive power generation in the network, two 
parallel compensators had been employed in 
their method. Moreover, flexible alternating 
current transmission system (FACTS) 
devices had been used to control reactive 
power in the network and to improve voltage 
stability conditions [21]. In the study 
conducted by Hossain et al. (2010), 
S.T.A.T.C.O.M. together with its coordinated 
control with the controller of generator pitch 
angle had been used [22], indicating that the 
mechanical structure of wind turbines could 
have a significant effect on turbine stability, 
and instability would occur if it were ignored. 
Thus, in the aforementioned study, 
S.T.A.T.C.O.M. control had been simultan-
eously conducted with pitch angle control. 

To mitigate S.S.R., various devices have 
been so far used, including S.V.C. [23], 
distributed static series compensator 
(D.S.S.C.) [24], unified power flow controller 
(U.P.F.C.) [25], as well as thyristor controlled 
series capacitor (T.C.S.C.) [26]. In the study 
by Prasad et al., fuzzy logic had been used to 
control S.T.A.T.C.O.M. [27]. In an investig-
ation by Raju et al., the fractional-order 
proportional integral (F.O.P.I.) controller had 
been applied to control the structure of the 
united power flow distribution [28].  
Moreover, the Kalman filter had been 
employed for S.T.A.T.C.O.M. in the study by 
Rajaram et al. [29]. There had also been 
attempts in the investigation conducted by 
Adrees et al. to use optimal compensation of 
transmission lines to minimize S.S.R. risks 
[30]. In the study by Carpanen et al. [31], 
S.T.A.T.C.O.M. had also been applied. 
Additionally, Ghorbani et al. employing a 
sub-synchronous damping controller 
(S.S.D.C.) along with S.T.A.T.C.O.M. [32] 
had indicated the desired performance of this 
controller in S.S.R. damping. In the study by 
Khazaie et al., D.S.S.C. had been utilized with 
a conventional damping controller (C.D.C.) 

based on particle swarm optimization (PSO) 
and fuzzy logic based damping controller 
(F.L.B.D.C.) to reduce S.S.R. These simul-
ations had suggested better performance of 
F.L.B.D.C. in terms of mitigating S.S.R. [33].  

Following the penetration of wind energy 
sources into power systems, it is of utmost 
importance to investigate the effect of wind 
turbines on S.S.R. oscillations and F.R.T. 
capabilities. Once wind turbines are conne-
cted to a power system compensated with 
series capacitor, numerous damages occur to 
the rotor of synchronous generators. In this 
respect, S.T.A.T.C.O.M. and S.D.B.R. have 
the ability to control reactive and active pow-
ers, and their combination is also assumed as 
a desired method to improve stability. In the 
present study, S.S.R. and F.R.T. capabilities 
were simultaneously applied, and a new 
method was provided for coordinated and 
optimal control of STATCOM and S.B.D.R. 
to reduce S.S.R. oscillations and to augment 
F.R.T. capabilities. To achieve a resistant 
control, a G.A. was suggested for optimizing 
the capacity of S.T.A.T.C.O.M. and S.D.B.R. 
aimed to minimize the kinetic energy saved in 
the rotor, change the bus voltage connected to 
the wind farm, and control speed deviations 
of the rotor. To create a single-purpose func-
tion, a maximum geometric mean formulation 
was also applied. The results of the simulation 
also indicated that the given method not only 
had improved F.R.T. capabilities but also had 
a high capacity in damping S.S.R. oscillati-
ons. In comparison with the studies conducted 
by Muyeen (2015) and Ghorbani et al. (2012), 
the advantages of the present study included 
high convergence power and algorithm speed 
used as well as simultaneous improvement of 
S.S.R. and F.R.T. capabilities. 
 
2. Sub-synchronous resonance 
 
S.S.R. is known as a phenomenon related to 
energy exchange between the mechanical 
system of a turbo generator and an electrical 
system. Some parts of a turbo-generator are 
also fluctuating at some frequencies, known 
as torsional vibrations, which are determined 
based on mechanical features such as 
hardness, mass, and inertia of different 
components of the axis. Whenever the system 
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frequency is by 60 hertz, the frequency of 
these vibrations can range from 10 to 55 hertz 
[34, 35]. The natural frequency of resonance 
for electrical systems is also equal to [36]: 
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In which fo is the synchronous frequency 
of the system (o=2fo, fo=60HZ), Xc shows 
capacitor reactance of transmission line, and 
X.L.T. stands for inductive reactance of the 
entire electrical system comprised of the sub-
transient reactance of the generator (X’G), 
transformer reactance (X.T.), and inductive 
reactance of the transmission line (Xline). 
Given the compensation level of the 
transmission line, that is commonly less than 
100%; fe is less than fo according to resonance 
frequency equation. Therefore, fe frequency is 
referred to as the natural sub-synchronous 
frequency of the electrical system. The 
mutual pitch also includes both electrical and 
mechanical systems. When sub-synchronous 
frequency of the voltage component inducted 
in the armature is close to or equal to that of 
the electrical resonance, the resulted sub-
synchronous flow can lead to torque 
production in the rotor that will subsequently 
bring about rotor vibrations and consequently 
strengthens rotor torque that causes rotor 

wear and damage. The vibrations of the rotor 
in the generator at pitch frequency of fm will 
also result in the induction of voltage 
components with fem frequency in the stator. 
The frequency of fem is equal to: 

0em mf f f   (3) 

 
3. Model and control structure of the case 

study 
 
Figure 1 illustrates the investigated system 
and simulation analysis. In this structure, G1 
and G2 synchronous generators are connected 
through T1 and T2 transformers, respectively. 
Moreover, the compensated transmission line 
is connected to a wind farm consisting of 20 
wind generators via a series capacitor. The 
information related to the parameters of G1 
and G2 synchronous generators had been 
respectively provided in the studies by 
Muyeen et al. [2008] and Farmer [1985]. To 
access the information related to the 
transmission line and the multi-mass axis 
parameters of the G2 turbine generator, the 
information obtained from Farmer’s study 
was used. G2 generator axis has also been 
designed as a 6-mass model [Fig. 2]. The 
information of the axis multi-mass model of 
the generator can be found in the studies 
conducted by Muyeen et al. [37], Farmer [38], 
and Papathanassiou et al. [39]. 
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Fig. 1. Power system under study  
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Fig. 2. Six-mass drive train model 
 

In the present study, a coordinated controlling 
schema has been developed for 
S.T.A.T.C.O.M. and S.D.B.R. to damp the 
vibrations of the system under fault 
conditions [Fig. 3]. Accordingly, S.D.B.R. 
improves F.R.T. capability and reduces vibr-
ation range through recovering the terminal 
voltage of the wind farm. Moreover, STATC-
OM damps the vibrations existing in the 
system by providing reactive power. Under 
fault conditions, the terminal voltage of the 
farm mitigates all of a sudden. In this status, 
the V.W.F. terminal voltage of the wind farm is 
compared with the reference voltage of Vref 
that is 0.9. If V.W.F. terminal voltage is more 
than Vref, signal 1 is sent, and S.D.B.R. of the 
connection is reduced. Otherwise, signal 0 is 
sent to S.D.B.R., so that the resistor is placed 
in the circuit. The S.D.B.R. consists of three 
keys paralleled with three static resistors 
whose related details are provided in Fig. 4. 
[1] The control structure of S.T.A.T.C.O.M. 

has been indicated in Fig. 5. In this 
structure, voltage conversion angle chan-
ges from the three-phase voltages (V.A., 
V.B., V.C.) to d-q axis ones through 
applying phase-locked loop (P.L.L.). 
The voltage-supported converter can be 
thus controlled by using four 
proportional integral (P.I.) controllers. 
The first P.I. controller is PI-1, used for 
creating the reverence valued axis 
current (Id-ref), applying the difference 
between the real value and the reference 
one of D.C. link voltage. Comparing the 

reference and the real value of d axis 
current (Id), the obtained result is used as 
the input signal of the third P.I. controller 
(PI-3).  

[2] Then, the reference value of d axis 
voltage (Vd-ref) results as the output signal 
of this controller. 

Likewise, the second P.I. controller (PI-2) is 
employed for creating the reference value of 
q axis current (Iq-ref) from the difference 
existing between the real value of bus2 
voltage (Vbus2) and the reference value of bus2 
voltage (Vbus2-ref). Comparing the reference 
value of the q axis current (Iq-ref) with the real 
value of the q axis current (Iq), the obtained 
result is utilized as the input signal of the 
fourth P.I. controller (PI-4). 
Then, the reference value of d axis voltage 
(Vq-ref) results as the output signal of this 
controller. Both Vd-ref and Vq-ref are corresp-
ondingly converted to three-phase reference 
voltages (VA, B.C-ref) by using voltage 
conversion angle through P.L.L. Comparing 
VA, B.C-ref with a wave containing a triangle with 
the frequency of 1980 hertz, the fault signal 
enters the space vector modulation for 
producing stimulation signals of the inverter. 
This block has the responsibility of producing 
six stimulation signals for the voltage source 
of a three-leg inverter. As observed, PI-1, PI-
2, PI-3, and PI-4 controllers are respectively 
used with the capability of regulating their 
gains to remove the difference existing 
among the measured values with the nominal 
ones of Vdc, Vbus2, Id, and Iq.

 

RMS abs

refV

WFV

1

0

thR thL

STATCOM

WFV

1ref V

c,b,aIRSDBR

 
Fig. 3. Proposed coordinated control scheme for system stability 
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Fig. 4.  Control structure of S.D.B.R. 
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Fig. 5.  Control block diagram of S.T.A.T.C.O.M. 

4. Proposed Optimization Method 
 
As indicated, the purpose/functions consider 
the changes of bus voltage of wind farms and 
speed deviation of the rotor through 
minimizing the kinetic energy saved in the 
rotor. 

The optimization variables include 
S.D.B.R. resistance (Ropt), STATCOM 
capacity (Sopt), A.C. voltage regulator gains 
(Kp1, Ki1), D.C. voltage (Kp2, Ki1), as well as 
S.T.A.T.C.O.M. current (Kp1, Ki1, Kf). The 
purpose/functions are elaborated in the 
following sections. 
 

4.1. Stored Kinetic Energy in Rotor 
 
The first vibrations of rotor angle and rotor 
speed are minimized once the kinetic energy 
saved (E.K.F.) in the rotor is minimized at the 
fault incidence time, expressed as [40]: 

 2fE A t tc ok    , (4) 

where parameter A is described as 
1 2
2

A M  , (5) 

in which M is the fixed inertia of synchronous 
generator rotor, to refers to fault incidence 
time, tc shows fault removal time, and α 
stands for acceleration time of the rotor at the 

fault incidence time. The estimated α is 
measured as: 

 P Pm ef
M




   , 
(6) 

where Pm and Pef are, respectively, generator 
input mechanical power and output electrical 
power at the fault incidence time. Thus, 
parameter A defined as 

 1 2
1 2
f A P Pm efM

   , (7) 

is minimized instead of reducing the kinetic 
energy saved: 
 

4.2. Speed Deviations of Rotor 
 

The speed deviation of the G2 generator rotor 
is defined by using the absolute value integral 
relation of fault in time using [41]: 

 2

0

f ITAE t t dt


   . 
 

(8) 

 
4.3. Voltage Deviations of Wind Farm 

Terminal 
 
The terminal voltage changes of wind farms 
are described by using the absolute value 
integral index in time.  That is 

13

0

f ITAE t V dtWF


   . 

 
(9) 
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4.4. Multi-Objective Formulation 
 
The maximum geometric mean formulation 
for creating a multi-purpose function is given 
as [42]: 

 
1

31 2 3F f f ftot     . 
(10) 

 
4.5. Constraints of Problem 

 
Since the present study primarily focuses on 
the optimal regulation of S.D.B.R. resistance, 
S.T.A.T.C.O.M. capacity, alternating current 
(A.C.) vs. Direct current (D.C.) (AC-DC) 
voltage controlling parameters, and 
S.T.A.T.C.O.M. current; the limitations of the 
problem include high and low ranges of these 
parameters defined as follows [15]: 
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(11) 

 
4.6. Genetic Algorithm 
 

To minimize the function of the main 
purpose, as indicated in relation (10), the 
genetic algorithm G.A. was used. The 
problem-solving flowchart of G.A. is 
presented in Fig. 6. 
 
5. Simulation Results 
 
In this section, a temporary three-phase fault 
occurs at t=1.1 s for 150 ms. Input parameters 
of G.A. are shown in Table 1. By applying 
G.A., optimal values along with those of the 
target function are listed in Table 2. Using GA 
on optimization objective function in (10), 
convergence curve is shown in Fig. 7. 

Applying GA in the 10th iteration is 
depicted in Figs. 8-15. S.S.R. is also 
investigated through Figs. 8, 9 and 10, while 
improved stability and F.R.T. are discussed in 
Figs. 10-15.  

However, both non-optimal and proposed 
method in [32] are compared in Figs. 8-10 for 
validating the efficiency of the suggested 
method. For this purpose, speed deviation of 
G1 generator (1), low-voltage part (2), 

and high-voltage part (3) are shown in 
Fig.11.  

In addition, the generator axis, the torque 
between different parts of the generator and 
the low-voltage turbine torque (T1), and the 
torque between different parts of the low-
voltage turbine and the high-voltage turbine 
of the generator axis (T2) are provided in 
Fig.12, respectively. 
 

start

Determination of parameters of 
Genetic algorithm

Making a random initial 
population

Evaluation of fitness function by (10)

Applied crossover 
operator

Termination
condition satisfied?

Making the optimal parameters for SDBR and 
STATCOM

End

Applied  mutation  operator

 
Fig. 6. Genetic algorithm problem-solving 

flowchart  
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Table 1. G.A. parameters  
Value Parameter 

20 Population size 
20 Iterations 
0.3 Mutation probability 
0.7 Crossover probability 

 
Table 2. Optimal parameters derived from G.A. 

value Parameter 
0.79241 Ropt(pu) 

39.59492 Sopt(M.W.) 
6.90166,907.1423 kp1, ki1 
0.00085,0.04735 kp2, ki2 

0.37149,11.6083,0.39725 kp1, kp2, kp3 
0.00341,0.1381,0.0871 f1, f2, f3 

 
 

 
Fig. 7. Convergence curve of the multi-objective function using G.A. 

 
Clearly, the presented optimization is 

more effective than other methods in terms of 
damping and improving S.S.R. vibrations. In 
order to confirm the effectiveness of the 
optimal S.T.A.T.C.O.M. and S.D.B.R. in 
augmenting system stability and F.R.T. 
capabilities, both suggested methods [15] are 
compared with the optimal method in Figs. 
13, 14 and 15. For this purpose, Figs. 10-15 
indicate the terminal voltage of wind farms 
(V.W.F.), electromagnetic torque, load angle of 
G1 generator, as well as active and reactive 
powers of G2 generator, respectively. Once 
the fault occurs, the terminal voltage of wind 
farms is suddenly decreased. 

Furthermore, the electromagnetic torque, 
load angle, and active and reactive powers 
associated with numerous fluctuations are 

damped after removing the fault. As can be 
seen, upon the application of optimal 
S.D.B.R. and S.T.A.T.C.O.M., the drop of 
terminal voltage reduces, and its changes are 
kept at the minimum possible level in 
comparison with the reference value. The 
vibrations of electromagnetic torque, gener-
ator load angle, and active and reactive 
powers of the G2 generator also mitigate at 
the fault incidence time, and consequently, 
F.R.T. and stability of the system are 
improved. As observed, the vibrations of 
electromagnetic torque, generator load angle, 
and active and reactive powers of G2 gene-
rator are reduced at the fault incidence time, 
and the F.R.T. and stability are subsequently 
enhanced through adopting the suggested 
method. 
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(a) 1 

 
(b) 2 

 
(c) 3 

Fig. 8. Damping of generator vibrations in speed deviation in the presence of S.T.A.T.C.O.M. and S.D.B.R. 
 

Comparing the findings of the present 
study with those reported by Muyeen et al. 
(2015), it can be concluded that the structure 
suggested by the present study is more 
efficient than that of the aforementioned 
study in terms of damping vibrations and 
providing a stable response.  

Despite the responses related to electro-
magnetic torque, generator load angle, and 
active and reactive powers of G2 generator; it 
can be concluded that the existing vibrations 
are damped very quickly, and also the speed 
of reaching complete stability is higher in the 
method suggested in the present study. 
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Fig. 9. Damping of torque vibrations in the presence of S.T.A.T.C.O.M. and S.D.B.R. between generator parts 

and low-voltage turbines (T1) 
 

 
Fig. 10. Damping of torque vibrations in the presence of S.T.A.T.C.O.M. and S.D.B.R. (b) between different 

parts of low-voltage and high-voltage turbines (T2) 
 

 
Fig. 11. Damping of vibrations created in the presence of S.T.A.T.C.O.M. and S.D.B.R. in load angle of G2 

generator 
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Fig. 12. Damping of vibrations created in the presence of S.T.A.T.C.O.M. and S.D.B.R. in G2 generator output 

active power 

 
Fig. 13. Damping of vibrations created in the presence of S.T.A.T.C.O.M. and S.D.B.R. in G2 generator output 

reactive power 

 
Fig. 14. The terminal voltage of wind farms (V.W.F.) in the presence of S.T.A.T.C.O.M. and S.D.B.R.  
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Fig. 15. Electromagnetic torque in the presence of S.T.A.T.C.O.M. and S.D.B.R.  

 
6. Conclusion 

 
In the present study, the coordinated and 
optimal control of S.T.A.T.C.O.M. and 
S.D.B.R. is suggested for damping the S.S.R. 
oscillations of a transmission line compensat-
ed with series capacitor and improving F.R.T. 
capabilities. To this end, optimization was 
formulated as a multi-purpose problem, and 
S.T.A.T.C.O.M. and S.D.B.R. optimal para-
meters were determined using G.A. to mini-
mize the multi-purpose function. The simula-
tion results obtained indicated high efficiency 
of the suggested method in terms of damping 
S.S.R. oscillations and improving F.R.T. ca-
pabilities. To provide a numerical comparison 
between the optimal mode of the proposed 
system and its non-optimal mode, the values 
of S.T.A.T.C.O.M and S.D.B.R. parameters 
could be taken into account. In the non-
optimal mode, the STATCOM and S.D.B.R. 
values were 25 M.V.A. and 0.35 pu; respecti-
vely. In the optimal mode, the S.T.A.T.C.O.-
M. and S.D.B.R. values were 39.59492 MVA 
and 0.79241 pu, respectively. 
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